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NO PARKING SIGNS:  Where fire apparatus roadways are not of sufficient width to accommodate 

parked vehicles and 20 feet of unobstructed driving surface, “No Parking Fire Lane” signs shall be 

installed on one or both sides of the roadway and in turnarounds as needed.  Roads 26 feet wide or less 

shall be posted on both sides as a fire lane.  Roads more than 26 feet wide to 32 feet wide shall be posted 

on one side as a fire lane. 

Signs shall read “NO PARKING FIRE LANE” and shall be installed with a clear space above grade level 

of 7 feet.  Signs shall be spaced at an interval approved by the Gresham Fire Department with a minimum 

25 feet and a maximum of 75 feet.  Signs shall be 12 inches wide by 18 inches high and shall have red 

letters on a white reflective background. (OFC D103.6) 
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PAINTED CURBS:  Where required, fire apparatus access roadway curbs shall be painted red and 

stenciled white with “NO PARKING FIRE LANE”.  Lettering shall have a stroke of not less than one 

inch wide by three and a half inches high.  The lettering shall be spaced at an interval approved by the 

Gresham Fire Department of a minimum 25 feet and a maximum of 75 feet.  If a curb does not exist, a 6-

inch red line with white lettering as listed above may be approved as an alternate means of marking. 

(OFC 503.3) 

http://signs.safeshopper.com/222/318.htm?906

